SERVICE ENTRANCE DETAIL
400 TO 600 AMP MAXIMUM - 208 VOLT

MAIN DISTRIBUTION PANELBOARD

SERVICE ENTRANCE ELEVATION
400 TO 600 AMP MAXIMUM - 208 VOLT

NOTES
1. INSTALL ENGRAVED NAMEPLATE AS SHOWN IN SCHEDULE BELOW ONTO SERVICE ENTRANCE PANEL AT LOCATION INDICATED. NAMEPLATE TO BE 1/4 IN. BLACK LETTERS ON WHITE BACKGROUND.

NAMEPLATE SCHEDULE
<table>
<thead>
<tr>
<th>LOCATION ON PANEL</th>
<th>NAMEPLATE MESSAGE</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>SERVICE ENTRANCE 1 OF 2 (MAIN)</td>
</tr>
<tr>
<td>2</td>
<td>SERVICE ENTRANCE 2 OF 2 (CONTROL POWER)</td>
</tr>
<tr>
<td>3</td>
<td>CONTROL POWER DISCONNECT</td>
</tr>
</tbody>
</table>

GENERAL SITE
COLUMBIA, BOONE COUNTY, MISSOURI 65211
SERVICE ENTRANCE DETAIL
400 TO 600 AMP, 208 VOLT SERVICE ENTRANCE

15 FT. MIN. 26' APPROX. 6 FT. MIN. 26' APPROX.

30A FUSED SWITCH

ENCLOSURE FOR RELAY CONTROLS

APPROX. 4 1/2' DEEP

APPROX. 9 1/2' DEEP