SERVICE ENTRANCE DETAIL
850 TO 4000 AMP MAXIMUM - 480 VOLT

1. INSTALL ENGRAVED NAMEPLATE AS SHOWN IN SCHEDULE ONTO SERVICE ENTRANCE PANEL AT LOCATION INDICATED. NAMEPLATE TO BE 1/4" BLACK LETTERS ON WHITE BACKGROUND.

FOR SERVICE OVER 1500 AMPS USE BURNDY TYPE TOTALLY ENCLOSURES.
BURN DRY UNTIL CONDUIT IS PREAPPROVED BY OWNER. IF CONDUIT IS USED
PROVIDE 1/2" MINIMUM CONDUIT LENGTH AND INSTALL 0-256 R4Y CONDUIT
SEALING BUSHING (TYPE ORS2) IN ALL CONDUITS AT MAIN BREAKER SECTION.

COLUMBIA, BOONE COUNTY, MISSOURI 65211
GENERAL SITE
CAMPUS FACILITIES
SHEET E5 of 6

SERVICE ENTRANCE ELEVATION
850 TO 4000 AMP MAXIMUM - 480 VOLT

SCALE NOT TO SCALE
SCALE NOT TO SCALE