GENERAL:

Lightning protection system will be considered for new and renovated facilities. Consultant will calculate a "Risk Index" per NFPA 780 Standard for the Installation of Lightning Protection Systems, Annex L. If the expected annual threat occurrence exceeds the tolerable lightning frequency to the structure then a lightning protection system is required.