University of Missouri
Adopted Building Codes
January 1, 2018

The following is a partial list of current codes and standards to be applied to construction projects at the University of Missouri. Please refer to 2.1.2, 2.2.2, 2.3.2, and 2.4.2 depending on the delivery method in the Consultant Procedures and Design Guidelines for the specific implementation criteria of these codes and standards. Please note MU Health Care Codes are listed separately below.

1/1/18 – 12/31/18
International Building Code – 2015
International Plumbing Code - 2015
International Mechanical Code – 2015
International Existing Building Code – 2015
International Fire Code - 2015
NFPA 110 Standard for Emergency and Standby Power Systems - 2013
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2015
NFPA 72 National Fire Alarm Code – 2013
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2013
NFPA 13 Installation of Fire Sprinkler Systems – 2013
ASHRAE 90.1 – Energy Standard for Buildings – 2013
ASME A17.1 – Safety Code for Elevators and Escalators (per State of Missouri)
Americans with Disabilities Act – Standards for Accessible Design 2010

1/1/18 – 12/31/18 MU Health Care Projects
International Building Code – 2015
International Plumbing Code - 2015
International Mechanical Code – 2015
International Existing Building Code – 2015
International Fire Code - 2015
National Electric Code – 2011 & 2014 (whichever is most stringent – include both in code block)
NFPA 110 Standard for Emergency and Standby Power Systems - 2013
NFPA 99 Standard for Health Care Facilities – 2012
NFPA 90A Installation of Air Conditioning and Ventilating Systems – 2012
NFPA 72 National Fire Alarm Code – 2010 & 2013 (whichever is most stringent – include both in code block)
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems – 2010 & 2013 (whichever is most stringent – include both in code block)
NFPA 13 Installation of Fire Sprinkler Systems – 2010 & 2013 (whichever is most stringent – include both in code block)
ASHRAE 90.1 – Energy Standard for Buildings – 2013
ASME A17.1 – Safety Code for Elevators and Escalators (per State of Missouri)
Americans with Disabilities Act – Standards for Accessible Design 2010
Facility Guidelines Institute – 2014
1/1/16 – 12/31/17
International Building Code – 2015
International Plumbing Code - 2015
International Mechanical Code – 2015
International Existing Building Code – 2015
International Fire Code - 2015
NFPA 110 Standard for Emergency and Standby Power Systems - 2013
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2015
NFPA 72 National Fire Alarm Code – 2013
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2013
NFPA 13 Installation of Fire Sprinkler Systems – 2013
ASHRAE 90.1 – Energy Standard for Buildings – 2013
ASME A17.1 – Safety Code for Elevators and Escalators
Americans with Disabilities Act – Standards for Accessible Design 2010

1/1/15 – 12/31/15
International Building Code – 2012
International Plumbing Code - 2012
International Mechanical Code – 2012
International Existing Building Code – 2012
International Fire Code - 2012
International Fuel Gas Code - 2012
NFPA 110 Standard for Emergency and Standby Power Systems - 2013
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2012
NFPA 72 National Fire Alarm Code – 2013
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2013
NFPA 13 Installation of Fire Sprinkler Systems – 2013
ASHRAE 90.1 – Energy Standard for Buildings – 2010
ASME A17.1 – Safety Code for Elevators and Escalators
Americans with Disabilities Act – Standards for Accessible Design 2010
University of Missouri
Adopted Building Codes
January 1, 2018

1/1/14 – 12/31/14
International Building Code – 2012
International Plumbing Code - 2012
International Mechanical Code – 2012
International Existing Building Code – 2012
International Fire Code - 2012
International Fuel Gas Code - 2012
National Electric Code – 2011
NFPA 110 Standard for Emergency and Standby Power Systems - 2010
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2012
NFPA 72 National Fire Alarm Code – 2010
NFPA 20 Standard for the Installation of Stationary Fire Pumps for Fire Protection - 2010
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2010
NFPA 13 Installation of Fire Sprinkler Systems – 2010
ASHRAE 90.1 – Energy Standard for Buildings – 2010
ASME A17.1 – Safety Code for Elevators and Escalators

1/1/13 – 12/31/13
International Building Code – 2012
International Plumbing Code - 2012
International Mechanical Code – 2012
International Existing Building Code – 2012
International Fire Code - 2012
International Fuel Gas Code - 2012
National Electric Code – 2011
NFPA 110 Standard for Emergency and Standby Power Systems - 2010
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2012
NFPA 72 National Fire Alarm Code – 2010
NFPA 20 Standard for the Installation of Stationary Fire Pumps for Fire Protection - 2010
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2010
NFPA 13 Installation of Fire Sprinkler Systems – 2010
ASHRAE 90.1 – Energy Standard for Buildings – 2010
ASME A17.1 – Safety Code for Elevators and Escalators
1/1/12 – 12/31/12
International Building Code – 2009
International Plumbing Code - 2009
International Mechanical Code – 2009
International Existing Building Code – 2009
International Fire Code - 2009
National Electric Code – 2011
NFPA 110 Standard for Emergency and Standby Power Systems - 2010
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2009
NFPA 72 National Fire Alarm Code – 2010
NFPA 20 Standard for the Installation of Stationary Fire Pumps for Fire Protection - 2010
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2010
NFPA 13 Installation of Fire Sprinkler Systems – 2010

1/1/11 – 12/31/11
International Building Code – 2009
International Plumbing Code - 2009
International Mechanical Code – 2009
International Existing Building Code – 2009
International Fire Code - 2009
NFPA 110 Standard for Emergency and Standby Power Systems - 2010
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2009
NFPA 72 National Fire Alarm Code – 2010
NFPA 20 Standard for the Installation of Stationary Fire Pumps for Fire Protection - 2010
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2010
NFPA 13 Installation of Fire Sprinkler Systems – 2010
01/1/10 – 12/31/10
International Building Code – 2009
International Plumbing Code - 2009
International Mechanical Code – 2009
International Existing Building Code – 2009
International Fire Code - 2009
NFPA 110 Standard for Emergency and Standby Power Systems - 2005
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2009
NFPA 72 National Fire Alarm Code – 2007
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2007
NFPA 13 Installation of Fire Sprinkler Systems – 2007

1/1/08 – 12/31/09
International Plumbing Code - 2006
International Mechanical Code – 2006
International Fire Code - 2006
NFPA 110 Standard for Emergency and Standby Power Systems - 2005
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2002
NFPA 72 National Fire Alarm Code – 2007
NFPA 14 Standard for the Installation of Standpipe, Private Hydrants and Hose Systems - 2007
NFPA 13 Installation of Fire Sprinkler Systems – 2007
1/1/07 – 12/31/07
International Plumbing Code - 2006
International Mechanical Code – 2006
International Fire Code - 2006
National Electric Code – 2005
NFPA 110 Standard for Emergency and Standby Power Systems - 2005
NFPA 99 Standard for Health Care Facilities – 2005
NFPA 90A Installation of Air Conditioning and Ventilating Systems - 2002
NFPA 72 National Fire Alarm Code – 2007
NFPA 45 Standard on Fire Protection for Laboratories Using Chemicals - 2004
NFPA 13 Installation of Fire Sprinkler Systems – 2007